POST INSPECTION MEMORANDUM

Inspector: Al Jones, UTC

Reviewed: Joe Subsits, UTC 9/27/2012

Peer Reviewed:

Follow-Up Enforcement: No Violation
PCP* PCO* NOA WL LOC

Director Approval* Chris Hoidal

Date: September 28, 2012
Operator Inspected: Olympic Pipe Line Company OPID: 30781 Region: Western

Unit Address:
2201 Lind Ave. SW, Suite 270
Renton, WA 98055

Unit Inspected: Olympic Pipe Line - SOUTH

Unit ID: 32965

Unit Type: Interstate Hazardous Liquid

Inspection Type: 1-07 — IMP Field Verification, O-07 — Integrity Management Follow-up
Record Location: Renton, WA

Inspection Dates: September 18 - 19, 2012

AFOD: (1-07-1, 108-0.5)

SMART Activity Number:

Operator Contact: Jim Bruen
Phone: 630 536-2535  Fax: 630 420-5519 Emergency: 888-271-8880

Unit Description:

The South Unit consists of a 14” line, 141 miles in length, transports refined petroleum products

of gasoline, diesel, and jet fuel from Renton Pump Station to Portland, Oregon. Also, three pump
stations are located at Tacoma, Olympia, and Castle Rock. Three intrastate laterals are located at
Tacoma, Olympia (idled), and VVancouver.

The South Unit HCA affected mileage includes:
38.5% high population area,

62.8% other population area,

71.6% drinking water USA,

61.5% ecological resources USA, and

33.8% commercially navigable waterway



Facilities Inspected:

The South Unit 2010 inline inspection (ILI) reports were reviewed for the line including
documentation for pipe anomaly evaluation and repairs.

Persons Interviewed:

Persons Interviewed Titles Phone No.

Kurt Hayashida NW E&M Team Leader 425-226-8881
Jim Bruen DOT Compliance Advisor 630-779-6994
Nicholas Kitzmiller District Corrosion Specialist 425-226-8883

Probable Violations/Concerns:

There were no probable violations found during the inspection.

Follow up on the history of prior offenses that are still open:

Prior Offenses
(for the past 5 years)

CPF # What type of open
enforcement
action(s)?

Status of the regulations(s) violated (Reoccurrence
Offenses, Implement a NOA Revision, Completion of
PCO or CO, and etc...)

Recommendations:

Continue to inspect this unit every other year.

Comments:

Attachments:

- PHMSA Form 19 — Question Set (IA Equivalent)

Version Date: 5/5/08




