
 

OPTIONAL FIELD DATA COLLECTION FORM FOR INTRASTATE INSPECTORS 

 

Page 1 of 3 

I:\PIPESAFE\NAT-GAS\Distribution\NWN\2012\ID 2582 - Standard (Clark)\Form R - NotesField Insp (Rev Feb 03).doc 

NOTES-FIELD INSPECTION 
 
Company:  Northwest Natural        Date(s):  September  25-26, 2012 
 
Unit:  Clark County 
 

Field Readings 

Line & Location Line CP Volts Rectifier Pressures Remarks 

 Size In. P/S Casing Volts Amps Set Actual  

1-013-057-G-01 

Camus Gate 

Station, Camus 

      45 

 

 

46 Inlet 338 PSIG 

Lockup 47 PSIG 

Check Inlet Valve         ok 

1-016-057-R-01 

NE 9
th

 Street, E. of 

Hwy 500 

 

      42 42 Inlet 338 PSIG 

Lock up 43 PSIG 

Check inlet valve         ok 

1-016-057-R-02 

North Side NE 

Hathaway Road, 

25’ west camus 

feeder 

      45 45 Inlet 338 PSIG 

Lock up 46 PSIG 

Check inlet valve         ok 

1-017-056-R-01 

E/S SR 500 at 

Gardner Road 

      43 43 Inlet 338 PSIG 

Lock up 45 PSIG 

 

1-018-055-R-02 

NE Everett St (SR 

500) & NE 43 Ave 

      45 45 Inlet 220 PSIG 

Lock up 47 PSIG 

1-016-048-R-01 

SE 1 ST & Approx 

186 Ave 

      44 44 Inlet 228 PSIG 

Lock up 46 
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Field Readings 

Line & Location Line CP Volts Rectifier Pressures Remarks 

 Size In. P/S Casing Volts Amps Set Actual  

1-010-045-R-01 

W2 NE 162
ND

 Ave 

& 85N NE 65
th

 St 

      45 45 Inlet 215 PSIG 

Lock up 46.5 

1-005-046-R-01 

South Side NE 119 

St, West of NE 

172 Ave 

      45 45 Inlet 220 PSIG 

Lock up 46.5 

Check inlet valve         OK 

1-003-046-R-01 

W2 NE 172
nd

 

Ave& S1 NE 131
st
 

St 

      45 45 Inlet 220 PSIG 

Lock up 46.5 

End Sept 25          

Start Sept 26          

Site ID 10209 

Platt 1-010-045 

NE 162
nd

 Ave & 

85N NE 65
th

 St 

        .30 – Threshold (TH) 

.51 – Readily Detectable (RD)  

P/S – 124160 

Plat 1-019-045 

NE 162 Ave & 65 

St 

  -1.383 V       

Site ID 10115 

Plat 1-019-055 

Camus, La Camas 

Lake Station 

        0.3 – TH 

0.55 - RD 

P/S – 116809 

Plat 1-019-055 

SE Everett & Lake 

Rd 

  -1.583  9.0 1.5   Rectifier and test point have 

same designation 
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Field Readings 

Line & Location Line CP Volts Rectifier Pressures Remarks 

 Size In. P/S Casing Volts Amps Set Actual  

P/S – 119241 

Plat 1-019-055 

SE Everett & Lake 

Rd 

        Casing site ID 119241 

Casing Read -0.274 Vdc 

Site ID 10354 

Plat 1-019-045 

2100 SE 164
th

 Ave 

D107 

        Odor Reads 

0.13 – TH 

0.21 - RD 

P/S – 100685 

Plat 1-019-045 

2401 SE 161 Ct 

  -1.68 V       

Site ID 10220 

Plat 1-016-035 

605 N Divine 

        Odor Reads 

0.41 – TH 

0.60 - RD 

P/S – 123137 

Plat 1-011-035 

5615 NE 56 Ave 

  -1.39 V       

Site ID 10089 

Plat 4-011-023 

888 S Hillhurst 

Road 

        Odor Reads 

0.39 – TH 

0.56 - RD 

P/S – 119735 

Plat 4-011-023 

Cemetery St & S 9 

St  

  -1.378 V       

End Sept 26          

 


